The emission of Greenhouse gases (GHG) during the life cycle of four hydropower stations with installed capacity from 95 MW to 500 MW are assessed by the integrated GHG reservoir tool developed by International Hydropower Association. Model inputs are extracted from multi-source geographic datasets and construction planning documents. Three main conclusions are summarized: (1) In pre-and post-impoundment stages, areal GHG emission balance in reservoir area depends on the climate background, humid subtropical regions are more active than arid temperate regions. In the construction stage, emissions from fill, concrete and equipment account for more than 70% of the total. (2) GHG intensity falls rapidly when lifetime increases from 10 to 40 years and then drops slightly when lifetime becomes longer, which is 13.60 tCO 2 e/GWh for 50 years and 8.13 tCO 2 e/GWh for 100 years on average. The emission rates of hydropower stations with lower installed capacity are obviously large if they work for less than 30 years and differ less with stations possessing a higher installed capacity when their lifetime approaches 100 years. (3) Comparing with electricity generated by coal in China whose GHG intensity is 822 tCO 2 e/GWh, hydroelectricity is almost 100 times more efficient and clean. Thus, hydropower station plays an important role in dealing with the global warming issue as a substitution for a fossil fuel power source.
Introduction
Anthropogenic greenhouse gas (GHG) emissions are the primary cause of global warming [1] and the global temperature is expected to increase 2.6-3.1 • C by the end of 21st century comparing with the preindustrial period due to the current climate and energy policies around the world [2] . An aim of limiting the warming to below 2 • C to reduce the risk and impacts of climate change and toward a sustainable development requires global emissions to reach the peak before 2030 and steeply decline afterwards [3, 4] .
In 2016, total global GHG emissions are about 49.3 GtCO 2 e, in which carbon dioxide (CO 2 ) and methane (CH 4 ) make up more than 90% (72% and 19%, respectively). Moreover, fossil fuel energy related emission is the largest source for CO 2 and CH 4 (87% and 25%, respectively) [5] . Thus, it is
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GHG Reservoir (G-res) Tool
The G-res tool integrates a series of modules to calculate the net carbon footprint of a freshwater reservoir. It is first developed in 2010 by the International Hydropower Association (IHA) based on the recommendation from the Intergovernmental Panel on Climate Change (IPCC) [33] that net emissions be evaluated in determining the impact of reservoir systems. In this study, G-res tool v1.12 launched on 6 February 2018 is used. G-res tool is a high-performance model to assess GHG emissions in the life time of a hydropower station, while it has a strict requirement for input data. We first introduce the scientific basis of G-res tool and then propose a general procedure to prepare the input data from multi-source geographic datasets. The calculation of net carbon footprint in the G-res tool consists of emissions from four parts of the lifespan of the hydropower station using the following equation [34] : (1)
(1) The term pre-impoundment considers the emissions within the landscape that will be occupied by the reservoir. The reservoir area is generated based on 30m spatial resolution SRTM digital elevation data [35] via an earth engine after inputting the exact coordinates of the dam and the normal operating level above sea level [36] . Then the land types within the reservoir area are estimated using 300 m spatial resolution ESACCI land cover data [37] . The last procedure is multiplying the surface area of each land type with the corresponding emission factor for both CO 2 and CH 4 [38] .
(2) Post-impoundment term represents the GHG flux, including diffusive for CO 2 and CH 4 , bubbling and degassing for CH 4 , into the atmosphere over the reservoir area after inundation, which is simulated from the semi-empirical model based on flux observations from 223 reservoirs around the world [10, 38] .
(3) Unrelated anthropogenic sources (UAS) mean the carbon emissions in the reservoir area due to sewage from anthropogenic activities should be removed. Here the input is the catchment area, which is the scope of land where precipitation collects and drains off into a common outlet. In our study, the catchment area equals to the upstream watershed region controlled by the dam. Community and industrial activities which occur in the catchment area make contributions to nutrients and carbon flowing into the reservoir. This part of emissions is reconstructed by using a share of phosphorus load exceeding the natural background load as a proxy [34] . Land types within the catchment area are needed to estimate the natural background load and high or low land use intensity is set manually to represent anthropogenic activities.
(4) The construction term refers to the emissions related to the production of materials, transport and plant stages to build the dam and other associated infrastructure, which are calculated from the consumption of material and power, as well as corresponding emission factors [34] . Figure 1 shows the locations and natural environment of the four hydropower stations used in this study. Shimen hydropower station in Xinjiang Province spans the mid reaches of Hutubi river, which are dominated by a mid-temperate arid climate. Jilebulake hydropower station also in Xinjiang Province spans the mid to lower reaches of Haba river, which is in the same climate zone as Shimen. Sinan River hydropower station in Yunnan Province spans the Sinan River, which is dominated by south subtropical humid climate. Pankou hydropower station in Hubei Province spans the upper to mid reaches of Du River, which is dominated by north subtropical humid climate [39] . Table 1 lists the  meteorology and hydrology statistics of the four sites, which is also part of inputs for G-res tool.   140°E  130°E  120°E  110°E  100°E  90°E  80°E  70°E   40°N   30°N 
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20°N
Arid 0 The main information of the four hydropower stations in this study is from their construction planning documents [41] [42] [43] [44] [45] [46] [47] [48] , which contains parameters of the dams and the inventories for material, transportation and plant stages used for construction terms of the G-res tool (summarized in Table 2 ). The Shimen hydropower station is built with an asphalt concrete core rockfill dam while the other three are built with concrete faced rockfill dams. Transportation, metal structures and equipment for Shimen and Jilebulake are both from Urumqi City with road distances of 154 km and 710 km, respectively. Kunming City and Shiyan City are the main suppliers for Sinan River and Pankou with road distances of 376 km and 184 km, respectively. Earth and rockfill materials and concrete aggregates are collected near the dam (less than 10 km distance).
To obtain the exact coordinates of the dams for generating catchment area and reservoir, cloudless satellite images during April to May in 2018 from Sentinel-2A are used [49] (Figure 2 and Table 3 ), which also helps to cross validate the reservoir area generated by earth engine. Catchment area controlled by dam point is calculated by hydrology functions in spatial analyst tool from software Arcgis 10.2 also based on 30 m spatial resolution elevation data [50] , and then used as input for the G-res tool. Statistics of the generated catchment area and reservoir are given in Table 3 . Comparing with the corresponding items from construction planning documents in Table 2 , the mean errors are only 0.89% and 2.34% for catchment area and reservoir with maximum errors less than 2.18% and 4.14%. Thus, it is reliable to conduct carbon footprint analyses based on these materials. 
Results and Discussion
Pre-Impoundment GHG Balance of the Reservoir Area before Its Introduction
For the area merged by the reservoir after being inundated, Table 4 presents the land cover types and the related CO 2 and CH 4 emission rates. It is noted that the soil property that land cover or land use types reside on also has an impact on the emission factors. Based on the soil type map provided by earth engine [36] , all four catchments in this study reside on non-waterlogged, mineral soils without organic soils. Different impoundment years of four hydropower stations are utilized (Table 2) , with the land cover map for the 2005 epoch used for Sinan River case while the land cover map for the 2010 epoch is used for the other three cases [37] . Forest makes up a substantial share of the vegetation type near Sinan River (35.92%) and Pankou (19.26%), which are located in the south to north subtropical humid region, so that these two sites were CO 2 sinks overall before introduction of reservoirs. In the mid-temperate arid Xinjiang region for Shimen and Jilebulake, the vegetation of grassland or shrubland are neither carbon source nor sink, while water bodies around Jilebulake are a CH 4 source for the atmosphere. 
Post-Impoundment GHG Balance of the Reservoir
Carbon transformation processes are altered following the impoundment of a reservoir because of the accumulation of biomass and the physical and chemical environment change. The carbon accumulated during these process balances with the atmosphere mainly through three pathways. Firstly, diffusive flux taking place on the water surface is the primary emission source. From the empirical model in G-res tool, CH 4 diffusive flux is mainly depended on temperature and spatial parameters of the reservoir while CO 2 diffusive flux is also controlled by surface soil carbon content. Secondly, CH 4 bubbling is a function of the surface horizontal radiance and spatial parameters of the reservoir. Thirdly, during the processes of electricity generating and water level adjustment, water from deeper areas of the upstream direction are released downstream through water intake channel, which could also result in a release of GHG known as degassing. Table 5 lists the total flux rate of CO 2 and CH 4 , as well as the fraction of CH 4 in the post-impoundment stage, which shows a remarkable decrease as the latitude changes. It is noted that emissions occurring in reservoirs are not the net emissions caused by the construction of the hydropower station, since some carbon will go into the atmosphere from elsewhere in the river are now included in the reservoir. Besides, emissions in this part is estimated from empirical model so the main uncertainty for carbon footprints during total lifespan comes from here. The 67% confidence intervals are also presented in Table 5 based on mean square errors [38] . 3.3. Emissions from the Reservoir Due to UAS Figure 3 displays the land cover and land use types in catchment areas for four sites. The sewage from all anthropogenic activities will finally flow into the reservoirs through branches, which accounts for part of the total emission of post-impoundment. The catchment population density is less than 100 persons/km 2 for all four sites (18 for Shimen, 5 for Jilebulake, 75 for Sinan River and 90 for Pankou) with only no more than 1% of the settlements area. Besides, croplands in all catchments are rainfed other than irrigated. As a result, the managed levels of all land type inputs for G-res tool are set to low. Table 6 manifests the CH 4 release rate due to UAS, where the water residence time means the average amount of time that a molecule of water spends in the reservoir. The results are also clustered into two classifications depending on their climate background and population density. Water residence times for Shimen and Jilebulake are about 10 years so the CH 4 release rate due to UAS is lower and shares no more than half a percent of the total CH 4 release of post-impoundment. Water residence times for Sinan River and Pankou are less than 1 year so the CH 4 release rate due to UAS is higher and shares an extremely higher percentage of the total CH 4 release of post-impoundment. Figure 4 denotes the emission percentage in different construction stages. Excavation includes open earth and rock excavation, as well as underground rock excavation. Fill consists of granular and rock fill. Concrete includes facing, mass, reinforced concrete, along with shotcrete. Steel and metal includes reinforcement, pipelines and all other steelwork for structural purposes. Equipment refers to turbines, substations and all other mechanical and electrical equipment. Both material production and plant emissions of above items are summed together to show. Transportation is made up by two parts. One is the off-site highway transportation of metal and equipment materials, the other is on-site temporary road transportation of earth and rockfill, concrete and abandoned dreg, which has been described in Section 2.2. Besides, the clearance and removal of vegetation in the reservoir area before impoundment and temporary roads built also account for a fraction of total emissions, which are summed as the item 'other' in Figure 4 . The Jilebulake, Sinan River and Pankou dams have the same structure with concrete faced and rockfill, so the proportion of construction emission for these three hydropower stations are similar. The difference for equipment emission of these three dams is related to the installed capacity. When installed capacity grows (Jilebulake < Sinan River < Pankou), more or larger turbines and associate structures are needed, so the emission percentage of equipment increases. The fill emission depends on local topography, Jilebulake has the tallest and longest dam (Table 2) so the fill emission is higher than Sinan River and Pankou. Moreover, transportation emission for Jilebulake is remarkably large because its off-site distance is the farthest. The result changes a lot when we focus on the Shimen site, which is built with an asphalt concrete core rockfill dam, so the steel and metal emissions are significantly lower compared with the other three. Another study focusing on carbon emissions during dam construction is the Glen Canyon hydropower station in northern Arizona, United States, which has an installed capacity of 1320 MW [51] . It is built with a concrete arch-gravity dam, where no earth and rockfill material is used and concrete accounts for nearly 80% of emissions (Figure 4 ). Based on these results, we can find that emissions during construction are totally different when the type of dam changes, so more case studies are needed to have a further understanding about this topic. (Table 2 ) so the fill emission is higher than Sinan River and Pankou. Moreover, transportation emission for Jilebulake is remarkably large because its off-site distance is the farthest. The result changes a lot when we focus on the Shimen site, which is built with an asphalt concrete core rockfill dam, so the steel and metal emissions are significantly lower compared with the other three. Another study focusing on carbon emissions during dam construction is the Glen Canyon hydropower station in northern Arizona, United States, which has an installed capacity of 1320 MW [51] . It is built with a concrete arch-gravity dam, where no earth and rockfill material is used and concrete accounts for nearly 80% of emissions (Figure 4 ). Based on these results, we can find that emissions during construction are totally different when the type of dam changes, so more case studies are needed to have a further understanding about this topic. 
GHG Due to Construction
Net GHG Footprint
Net GHG footprint is the sum of the above four parts according to Equation (1). Table 7 presents the annual reservoir wide emission rate of GHG for pre/post-impoundment and UAS, as well as the overall construction emissions. Comparing with emissions from overall construction, the annual balance of the rest items is quite small. It is noted that overall construction emissions are a constant while the others are accumulated with time. Thus, the GHG intensity (GHG emission per unit electricity generated) is dependent on the total lifespan of the hydropower station. Based on the designed annual generation (Table 2 ), GHG intensity is calculated when lifespan varies from 10 to 100 years ( Figure 5 ), which falls rapidly when lifespan increases from 10 to 40 years and then drops slightly when lifespan becomes longer. GHG intensity approaches 10 tCO2e/GWh when the lifespan is around 100 years. Among the four cases analyzed in this study, Sinan River has the lowest GHG intensity. Shimen and Jilebulake with relative smaller install capacities (95 MW and 160 MW) have remarkably higher GHG intensities than Pankou (500 MW); if they work less than 30 years while they will become more efficient and clean if they stay in good condition for 50 years or longer. 
Net GHG footprint is the sum of the above four parts according to Equation (1). Table 7 presents the annual reservoir wide emission rate of GHG for pre/post-impoundment and UAS, as well as the overall construction emissions. Comparing with emissions from overall construction, the annual balance of the rest items is quite small. It is noted that overall construction emissions are a constant while the others are accumulated with time. Thus, the GHG intensity (GHG emission per unit electricity generated) is dependent on the total lifespan of the hydropower station. Based on the designed annual generation (Table 2) , GHG intensity is calculated when lifespan varies from 10 to 100 years ( Figure 5) , which falls rapidly when lifespan increases from 10 to 40 years and then drops slightly when lifespan becomes longer. GHG intensity approaches 10 tCO 2 e/GWh when the lifespan is around 100 years. Among the four cases analyzed in this study, Sinan River has the lowest GHG intensity. Shimen and Jilebulake with relative smaller install capacities (95 MW and 160 MW) have remarkably higher GHG intensities than Pankou (500 MW); if they work less than 30 years while they will become more efficient and clean if they stay in good condition for 50 years or longer. Figure 5 . Change of GHG intensity with lifetime from 10 to 100 years for four hydropower stations in China.
Comparison and Discussion
The average carbon intensity of the four normal size hydropower stations in this study is 13.60 tCO2e/GWh for lifetime of 50 years and 8.13 tCO2e/GWh for 100 years. Previous studies [26] [27] [28] [29] for five large size hydropower stations in China show the results of 11.11 tCO2e/GWh for 44 years and an average of 7.25 tCO2e/GWh for 100 years (Table 8) , which suggests that increasing installed capacity (from 50 MW to 16,000 MW) does not lead to a major increase of efficiency in terms of carbon emissions. But the emission pathways taken into account for previous cases are not as comprehensive as our work based on the G-res tool. For details, comparing with this study, Baihetan, Xiluodu and Xiangjiaba use a simple form of empirical model to calculate the post-impoundment balance which brings large uncertainty to the result, while Nuozhadu and Jinpingyiji mainly focus on the construction stage, which may underestimate the total carbon footprint. When comparing with cases from other countries, the average carbon intensity is 21.05 tCO2e/GWh for 24 reservoir-based small size hydropower stations (installed capacity lower than 20 MW) in India [18] , which is about two times the normal size ones in this study. The carbon intensity for Itaipu station in Brazil with an installed capacity of 14,000 MW is 4.33 tCO2e/GWh [22] , which is a little lower than large size ones in China. It is noted that Itaipu station is actually four dams joined together, which may make a contribution to further carbon intensity reductions, so future research should pay attention to interactions between dams within the same watershed. According to China's National Energy Administration, the emissions for electricity generated by coal is 822 tCO2/GWh [52] , which is almost 100 times the emissions of hydroelectricity. Though hydropower stations associated with reservoir are a net carbon source, they are still beneficial in dealing with global warming issue as a substitution to fossil fuel power source. More cases with different climate backgrounds and installed capacities from 500 to 3000 MW are essential to get more precise life cycle assessments about hydropower stations in China. 
The average carbon intensity of the four normal size hydropower stations in this study is 13.60 tCO 2 e/GWh for lifetime of 50 years and 8.13 tCO 2 e/GWh for 100 years. Previous studies [26] [27] [28] [29] for five large size hydropower stations in China show the results of 11.11 tCO 2 e/GWh for 44 years and an average of 7.25 tCO 2 e/GWh for 100 years (Table 8) , which suggests that increasing installed capacity (from 50 MW to 16,000 MW) does not lead to a major increase of efficiency in terms of carbon emissions. But the emission pathways taken into account for previous cases are not as comprehensive as our work based on the G-res tool. For details, comparing with this study, Baihetan, Xiluodu and Xiangjiaba use a simple form of empirical model to calculate the post-impoundment balance which brings large uncertainty to the result, while Nuozhadu and Jinpingyiji mainly focus on the construction stage, which may underestimate the total carbon footprint. When comparing with cases from other countries, the average carbon intensity is 21.05 tCO 2 e/GWh for 24 reservoir-based small size hydropower stations (installed capacity lower than 20 MW) in India [18] , which is about two times the normal size ones in this study. The carbon intensity for Itaipu station in Brazil with an installed capacity of 14,000 MW is 4.33 tCO 2 e/GWh [22] , which is a little lower than large size ones in China. It is noted that Itaipu station is actually four dams joined together, which may make a contribution to further carbon intensity reductions, so future research should pay attention to interactions between dams within the same watershed. According to China's National Energy Administration, the emissions for electricity generated by coal is 822 tCO 2 /GWh [52] , which is almost 100 times the emissions of hydroelectricity. Though hydropower stations associated with reservoir are a net carbon source, they are still beneficial in dealing with global warming issue as a substitution to fossil fuel power source. More cases with different climate backgrounds and installed capacities from 500 to 3000 MW are essential to get more precise life cycle assessments about hydropower stations in China.
Conclusions
Carbon emission from normal size hydropower stations with installed capacity 50-500 MW has sparsely been focused on in China. In this study carbon footprints during a dam's lifespan are assessed for Shimen hydropower station (installed capacity 95 MW), Jilebulake (160 MW), Sinan River (201 MW) and Pankou (500 MW). Integrated G-res tool is used to conduct analysis, which takes four parts emission balance into consideration, including pre-impoundment, post-impoundment, UAS and construction. Accounting for the strict requirement for model inputs, a general procedure is proposed to prepare input variables based on multi source geographic datasets, consisting of land cover maps, digital elevation models and satellite images, as well as construction planning documents for each sites. Three main conclusions are summarized:
(1) In pre-and post-impoundment stages, the areal GHG emission balance in reservoir areas depends on the climate background, Sinan River and Pankou in humid subtropical regions are more active than Shimen and Jilebulake in arid temperate regions. In the construction stage, emissions from fill, concrete and equipment accounts for more than 70% of the total and dams with same structure share more similar emission proportions.
(2) GHG intensity falls rapidly when lifespan increases from 10 to 40 years and then drops slightly when lifespan becomes longer, which is 13.60 tCO 2 e/GWh for 50 years and 8.13 tCO 2 e/GWh for 100 years in average. Emission rates of hydropower stations with lower installed capacity are obviously large if they work less than 30 years and differ less with ones owning higher installed capacity when lifetime approaches 100 years. Besides, stations with an installed capacity of 3500 MW or more do not make a major increase of efficiency in terms of carbon emissions than that between 95 MW to 500 MW.
(3) Comparing with electricity generated by coal in China whose GHG intensity is 822 tCO 2 /GWh, hydroelectricity is almost 100 times more efficient and clean. Though hydropower stations associated with reservoirs are a net carbon source, they play an important role in dealing with global warming issue as a substitution for fossil fuel power sources. Hydropower development is now a national strategy in China and a number of new projects are being planned. The interaction between dams within the same watershed should be pre-evaluated to help optimize services among hydroelectricity, flood control, irrigation, water supply and emissions, which should be focused on in future research. 
